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REDUNDANT NETWORK MODULE - Instruction Manual

LED Indication:
LED1 - Output communication
LED2 - Panel-Modul communication
LED3 - Input communication

Operation Modes:
Normal - Blinking LEDs
Trouble - Lighting on LEDs 

Technical Characteristics:
Communication - RS485
Twisted pare cable:
- Length - max. 1000m (between two modules)

2- Cross Section - 0.5 - 2.5mm

Connection Diagram

ATTENTION!
Operation with Redundant Network Module
is supported for the following revisions:

IRIS Fire Alarm Panel
LCD PCB Hardware revision: 2.4 and higher
MAIN Board Firmware revision: 4.2 and higher 

SIMPO Fire Alarm Panel
MAIN Board Firmware revision: 2.8 and higher 
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